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TEM NO LEGEND DESCRIPTION MAKE / TYPE / COUNTRY OF ORIGIN RATING/SIZE QTY.
1 - SHEET STEEL ENCLOSURE AL HASSAN (OMAN) 5915x1900x600mm 1
2 Q1, Q2 @g‘;{qgg’("{fé& ')’(Cézj‘,’\‘V'TTA'}';AD'-OCK'NG FACILITY TELERGON, S5-18004AS0 (SPAIN)/ APP. MAKE 1800A 4P 2
3 Q3 ISOLATOR (BUS COUPLER) WITH PADLOCKING FACILITY TELERGON, S5-18004AS0 (SPAIN)/ APP. MAKE 1800A 4P 1
4 F1-Fo FUSE LOAD BREAK SWITCH (VERTICAL SINGLE POLE SWITCHABLE)| JEAN MULLER, SL-3/3X/4A (GERMANY) / APP. MAKE SIZE-3, NH-3, 630A 18
5 F10-F19 HRC FUSE LINK (NH TYPE) WITH CENTRE RED INDICATOR FEDERAL (TURKEY) / SIBA (GERMANY) / APP. MAKE SIZE-2, NH-2, 400A 54
6A MAIN BUS BAR (R, Y, B) - TINNED COPPER NUHAS (UAE)/LUVATA (MALAYSIA)/ APP. MAKE 2x60x10 mm. 3
6B R-Y-B-N EXTENSION FOR DG CONNECTION (R, Y, B)-TINNED COPPER NUHAS (UAE)/LUVATA (MALAYSIA)/ APP. MAKE 2x60x10 mm. 3
6C MAIN BUS BAR & EXTENSION FOR DG (N)-TINNED COPPER NUHAS (UAE)/LUVATA (MALAYSIA)/ APP. MAKE 2x60x10 mm. 1
7 E EARTH BAR - TINNED COPPER NUHAS (UAE)/LUVATA (MALAYSIA)/ APP. MAKE 1x50x10 mm. 1SET
8 CT1-CT3 CURRENT TRANSFORMERS EFEN (HUNGARY)/ CELSA (SAPIN) / APP. MAKE 1600/5A, CL-1, 10VA 6
9 CT1-CT54 OUTGOING CURRENT TRANSFORMER EFEN (HUNGARY)/ CELSA (SAPIN) / APP. MAKE 600/5A, CL-1, 10VA 54
T1:1-12,72:1-6 | TEST TERMINALS (DISCONNECTING TYPE) KLEMSAN (TURKEY)/ APP. MAKE 6 SQ. MM. 24+108
10 X1:1-18 TEST TERMINALS (NORMAL TYPE) KLEMSAN (TURKEY)/ APP. MAKE 6/35 SQ. MM. 18+76/19
1F1-1F7 HRC FUSE LINK HAGER, LF304G (FRANCE) / APP. MAKE 4A, 10.3x38 7+7
1F8 HRC FUSE LINK HAGER, LF316G (FRANCE) / APP. MAKE 16A, 10.3x38 1+1
NL1-NL2 NEUTRAL LINK MERSEN (SPAIN) / APP. MAKE 32A, 10.3x38 2+2
F1-F7,NL1-NL3 | FUSE BASE HAGER, LS501 (FRANCE) / APP. MAKE 324, 10.3x38 10+10
11 | 1Qc-1&2Qc1 | mcB LS (KOREA)/FTMC (UAE)/ABB (GERMANY)/ APP. MAKE DP 10A 10KA 2
1QC-2&2QC-2 | McB LS (KOREA)/FTMC (UAE)/ABB (GERMANY)/ APP. MAKE TP 32A 10KA 2
1QCc-3&2QC-3 | McB LS (KOREA)/FTMC (UAE)/ABB (GERMANY)/ APP. MAKE DP 16A 10KA 2
1QC-4&2QC-4 | MCB LS (KOREA)/FTMC (UAE)/ABB (GERMANY)/ APP. MAKE TP 63A 10KA 2
1QC-5&2QC-5 | RCCB LS (KOREA)/FTMC (UAE)/ABB (GERMANY)/ APP. MAKE DP 25A/30mA 2
Q1-Q4 MCB LS (KOREA)/FTMC (UAE)/ABB (GERMANY)/ APP. MAKE 32A SP 10KA 4
12| %% KkwH KWh METER PROVISION ONLY - 2
14 MEM mggﬁiggﬂfﬁgm'o"‘ METER RISHABH (INDIA)/APP.MAKE 415V, CT SEC. 5A 2
16 - VIEWING WINDOW REPUTED 200x200MM, POLYCARBONATE | 2
17 H11, H12, H13 | INDICATING LAMP (R-Y-B) TEKNIC,LED TYPE(INDIA)/ESBEE (INDIA)/APP.MAKE 240V AC 6
SH HEATER PTC TYPE FANDIS (SPAIN) / APP. MAKE 240V AC, 100W 2
1 TH THERMOSTAT FANDIS (SPAIN) / APP. MAKE 5-60°C, 240V AC 2
H30 HYGROSTAT FANDIS (SPAIN) / APP. MAKE 5-90%, 240V AC 2
s15 ON/OFF SWITCH KAYCEE, INDIA 6A, 240V AC
20 - % CABLE LUGS (BI-METALLIC TYPE CABLE LUG APPLE INTERNATIONAL (INDIA)/CALTER (INDIA) / APP. MAKE| 400 SQ. MM. 72
FOR SUITABLE ALUMINIUM CABLE)
21 . % CABLE LUGS (COPPER CRIMPING TYPE) APPLE INTERNATIONAL (INDIA)/CALTER (INDIA) / APP. MAKE| 630 SQ. MM. 14 * LOOSE SUPPLY ITEM
22 ) % CABLE GLAND ( BRASS ) + EARTH TAG + PVC SHROUD APPLE INTERNATIONAL (INDIA)/CALTER (INDIA) / APP. MAKE| BW90S 18 Yok
- PROVISION ONLY
23 % CABLE GLAND (ALUMINIUM) + EARTH TAG + PVC SHROUD APPLE INTERNATIONAL (INDIA)/CALTER (INDIA) / APP. MAKE{ BWS50L 14
24 HR HOUR RUN METER GIC (INDIA) / UNIDATA / APP. MAKE 240V AC, DIN 48 2
25 ss SWITCH SOCKET HAGER (FRANCE) / APP. MAKE 13A 240V, 3 PIN 2
26 DS DOOR SWITCH REPUTED MAKE 16A, 240V 4
27 PL PANEL LAMP REPUTED MAKE 240V 4
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TECHNICAL SPECIFICATION
VOLTAGE:-

INCOMING: 400V, 1800A @ 40°C, 3PH, 4WIRE, 50Hz, 50KA FOR 1SEC.
CONTROL SUPPLY : 240V AC

ENCLOSURE :-

HOT DIPPED ZINC COATED SHEET STEEL
PAINT : POLYESTER POWDER COATED GREY RAL 7032.
SHEET THICKNESS (LOAD BEARING MEMBERS) : 3.0 mm. (MIN) OTHERS 2mm.
TYPE OF MOUNTING : FLOOR
CABLE ENTRY : INCOMER : BOTTOM
OUTGOING : BOTTOM
DEGREE OF PROTECTION :- IP:43
DIMENSIONS W x H x D : 5915mm x 1900mm x 600mm + 40mm

BUSBARS :-

HARD DRAWN HIGH CONDUCTIVITY TINNED COPPER BUSBAR WITH
COLOURED PVC SLEEVES.

LABELS :-

NAME PLATE WILL BE OF GRAVOPLY/STAILESS STEEL MATERIAL WITH BLACK/RED
LETTERS SCREENINIG PROVIDED.

PANEL & BOARD IDENTIFICATION WILL BE PROVIDED AT REAR SIDE ALSO.

ALL THE OUTGOING FEEDER SHALL HAVE A BLANK ENGREAVABLE PLASTIC
CIRCUIT LABEL OF DIMENSION 30mmx30mm.

GLAND PLATE :-

DRILLED DETACHABLE ALUMINUM 4mm THICK GLAND PLATE FOR INCOMERS.
DRILLED DETACHABLE ZINC PASSIVETED SHEET STEEL OF 3mm THICK
GLAND PLATE FOR OUTGOING FEEDERS.

STEEL POCKETS SHALL BE PROVIDED ON THE INSIDE OF THE PANEL DOOR.
DOOR EARTHING SHALL BE BRAIDED COPPER.

COLOUR CODED WIRES FOR CT & POTENTIAL WIRING.

2.5mm2 FOR CT CIRCUIT AND 1.5mm2 FOR POTENTIAL CIRCUIT.

RECOMMENDED SPACE ALL AROUND 1000mm.

TOTAL WEIGHT :- 1500Kgs. APPROX.

CONNECTIONS WHERE STAINLESS STEEL BOLTS ARE PROVIDED.

HYLUM SHEET WILL BE PROVIDED OVER BUSBARS IN DG SECTION SO THAT THE
BUSBARS ARE NOT VISIBLE WHEN THE FRONT COVER IS REMOVED.

HANDLES, HINGES, SIGNS, BOLTS, NUTS, ETC. SHALL BE STAINLESS STEEL
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DESGN. FOR DG-1 0O/G-1 0/G-2 0/G-3 O/G-4 0O/G-5 0O/G-6 OIG-7 0/G-8 0/G-9 0/G-10 0/G-11 | O/G-12 | O/G-13 | O/G-14 | O/G-15 | O/G-16 | O/G-17 | O/G-18 | O/G-19 | O/G-20 FOR DG-2
CONNECTION CONNECTION
RATING 1000KVA 400A 400A 400A 400A 400A 400A 400A 400A 400A SPACE 1800A 1800A 1800A 400A 400A 400A 400A 400A 400A 400A 400A 400A SPACE 1000KVA
4Cx400mm24Cx400mm24Cx400mmZ4Cx400mmZ4Cx400mmZ4Cx400mm24Cx400mm24Cx400mm24Cx400mm2 4Cx400mm24Cx400mm24Cx400mmZ4Cx400mmZ4Cx400mmZ4Cx400mm24Cx400mm24Cx400mm24Cx400mm2
POWER 7RX1Cx240mm2 | ALJ/XLPE/ | AL/XLPE/ | AL/XLPE/ | ALJXLPE/| ALJXLPE/| AL/XLPE/ | ALJXLPE/| AL/XLPE/ | AL/XLPE/ iﬁﬁ%ﬁ%@%ﬁ"&gﬁ? - 21%111%(%33%[2\”%22//?\? ALJXLPE/ | ALJXLPE/ | AL/XLPE/ | AL/XLPE/| ALJXLPE/| ALJXLPE/ | ALJXLPE/| AL/XLPE/ | AL/XLPE/ 7Rx1Cx240mm2
CABLE SIZE SWA/PVC | SWA/PVC | SWA/PVC | SWA/PVC | SWA/PVC | SWA/PVC | SWA/PVC | SWA/PVC | SWA/PVC SWA/PVC | SWA/PVC | SWA/PVC | SWA/PVC | SWA/PVC | SWA/PVC | SWA/PVC | SWA/PVC | SWA/PVC
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THERMOSTAT _} § 1063
° él g\ | XS g lﬁ;} E17 E14 Es X9
g 3| 1 | it 1 SP 16A MCB ey “S:JL”:G AUX.
2 él | X16 g E19 El6 X110
Bzl (vorosTan) STATION DB N
§ SI o | Aux.suppLy | XLT gy E21 1002
szl g | £07 gos  XLL
;I SPACE | X8 Ly TOAMCE \
HEATER — x1:2
L PTC) | 1QC-1 = .|\ = Q |BATTERY CHARGER
P ;15 — E02 E0L e L X3
E05 E06 TP 32A MCB Xl:‘
DP 10A MCB \
r| v] B N
A A A A
INCOMER-1
400V, 3Ph., 4W, 50Hz
EMPLOYER:- ENQ.NO:- SNS No. :- N.W.R No. :-
END CLIENT:- M/s. ABU DHABI DISTRIBUTION CO. L.L.C TITLE:-
CLIENT:- CONTROL SCHEMATIC FOR INCOMER 1
PROJECT- L.V. MAIN DISTRIBUTION BOARD- 1000KVA, 1800A (2-1/C+1-B/C+18-O/G+2-DG)
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CONTINUED FROM SH.1

F BUSBAR 2x60x10

BUS-A 400V, 1800A @ 40°C 3 Ph., 4 WIRE, 50Hz, 50KA FOR 1Sec.

BUS-A 400V, 1800A @ 40°C 3 Ph., 4 WIRE, 50Hz,
50KA FOR 1Sec.

R R
v / /—— BUSBAR 2:60x10 v N
B / / B B
N / N N

CONTINUED TO SH.3
"Q3' 1800A 4P 4
ISOLATOR I—\— —
BUSCOUPLER
630/400A O \U \T
FUSE LOAD
BREAK SWITCH
2! c10* _ o
| o5t o-oT21 |2 o
e * -
[352 C11 o022 |& W
P17 e C30* Z=
E_‘Psl 0-0T23 | - W
Z
CT1-CT3 |CT2P =)
ok 2
600/5A o 02 o-oT24 | F 2
CL-1, 10VA PIjSl C50 0—0 T2:5 8 SUFFIX
CT3E> F1 * A
pZTSZ €1 -0—0 T2:6 F2 * B
F3 * C
F4 * D
VR VY VB VB | * | E
TYPICAL FOR BUS-A 6 | * 3
OUTGOING (F1-F9) NOTE:- = G
QTY. 9Nos. WIRE Nos. & COMPONENT ID. TO HAVE SUFFIX F8 * H
FOR INDIVIDUAL FEEDERS AS BELOW Fo * |
F10 | * J
EMPLOYER:- ENQ.NO:- SNS No. :- N.W.R No. :-
END CLIENT:- M/s. ABU DHABI DISTRIBUTION CO. L.L.C TITLE:-
CLIENT:- CONTROL SCHEMATIC FOR INCOMER 1
PROJECT:- L.V. MAIN DISTRIBUTION BOARD- 1000KVA, 1800A (2-1/C+1-B/C+18-O/G+2-DG)
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REV [ DATE DESCRIPTION ool Sultanate of Oman
DT. DT. | MAIN CONTRACTOR:- al Hassan SHEETNO:- 2 OF 4 | RO

3

8




1 2 4 5 6 7 8
R CONTINUED FROM SH.2 BUS-A 400V, 1800A @ 40°C 3 Ph., 4 WIRE, 50Hz, 50KA FOR 1Sec. CONTINUED TO SH.4 "
Y Y
B B
N N
Qa
ST oS~ ESBEP
1
£59 £60 X112, 240V AC -—
.1\ g FOR OUTGOING KWH METER TAPPED m
E61 '~=\ 62 X113, SUPPLY
E63 b =) X1:14 o : _|
4P 6A MCB g 13|14
MULTI FUNCTION METER AUX.
(NON-TARIFF METER)
CT INPUT
VOLTAGE INPUT in Jout| in fout]| in |out
°Q2' 1800A 4P
ISOLATOR
: 2]s|sfufng [1]3]al6]|7]0
Cea 2CF1 E42
Rl =
E43 ,1EZCF2 N E44 -
E45 i 2CF3 E46
i E47 ,1.:25” N E48
c10
m'ey OO KWH
cnfp T r——-1
NS LRI oz | N |
[ ] 2 o
| 1600/5A = o0 I 1L cs
| o A et | E37 cL1,10vA sz> o e |
| | IR N NS oo L
| | E g | | Quxt P2 C50 OT—](A: + 5 |
I os I 4 éIDS I 2 = cTaE;YSZ ™= | [ e
240V AC TAPPED €2 | m 51 cs1 cs2 ) —
AT v I o o0 aE
| - | E S| * | E36 2 ol 3 3 o 1 8 |
| | 3 |t | 3| 9] | ¢8| ¢ ] cs3
P = ©-0 00 =l
| v, | L _: E39 TL7 8 9 :10:11:12 } 11 |
X118 -
L_ el 70 ATORE METER *% L——- co
& PROVISION ONLY
E25 E24 E28 \I‘ E29
X115 E30 \L 31
[ ss
s15 1] 13 L Es2 \=\ ES3
NIOFF SWITCH
|P : 27 E26 E34 4 E35
| L | DP 25A, RCCB 30mA 4P 6AMCB
THERMOSTAT _} y 2c-3
o él g\ | X5 g 23;} E17 E14 E15 XL
S §| 1 | ::e 1 SP 16A MCB h US:JEG AUX.
é 2l (HVG:ZOSTAT) | STATION DB £20 19 El6 X110
£3 2
é S: < : aux.suppLy [ XL7 g E21 2002 an
: EI spAcEUJ | X8 TP 63A MCB = k'l‘ = Q
23 Il x1:2
| HEATER | D— E09 E10 2
L (PTC) 2QC-1 [ A | BATTERY CHARGER
- ;16 - o — E11 ~dl_ E12 Mé
E05 06 TPRAMCE g
DP 10A MCB Q
Rl v| B N
A A A A
INCOMER-2
400V, 3Ph., 4W, 50Hz
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R CONTINUED FROM SH.3 7 BUSBAR2d00A0 BUS-A 400V, 1800A @ 40°C 3 Ph., 4 WIRE, 50Hz, 50KA FOR 1Sec. R
v / ) BUSBAR 2x100x10 v
8 i 8
N / N
BUSBAR 2x60x10
BUSBAR 1x60x10
R Y B N
A A A A
PROVISION FOR 1500KVA DG-2
400V, 3Ph., 4W, 50Hz
7x1Cx240Sg.mm
630/400A O \O \U
FUSE LOAD
BREAK SWITCH
Py c10*
Lot o-oT21 |2,
CTlE> . 5
232 Cll ooT22 |EZW
P17 el C30* z=
anfSl woleg
CT28-CT30 =}
1
600/5A o 02 3 o-0T24 | F E
CL-1, 10VA PIjSl C50 0—0 T2:5 8
CT?’E) s2 c51+
rd O 0-0T26 SUFFIX
F11 A
F12 B
VR VY VB YN F13 [
TYPICAL FOR BUS-B = 5
OUTGOING (F10-F18)
QTY. 9Nos. F15 E
F16 F
NOTE:- F17 G
WIRE Nos. & COMPONENT ID. TO HAVE SUFFIX F18 H
FOR INDIVIDUAL FEEDERS AS BELOW F19 |
F20 J
EMPLOYER:- ENQ.NO:- SNS No. - N.W.R No. :-
END CLIENT:- M/s. ABU DHABI DISTRIBUTION CO. L.L.C TITLE:-
CLIENT:- CONTROL SCHEMATIC FOR INCOMER 2
PROJECT- L.V. MAIN DISTRIBUTION BOARD- 1000KVA, 1800A (2-1/C+1-B/C+18-O/G+2-DG)
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1 | | 3 4 5 | 6 7 | 8
TLTB'S Ir -: TLTB'S Ir -:
€10 \ | Ci10 ) | €10 \ | C10 ) |
ClL 5 | | Ci1 | | ClL 5 | | Cci1 | |
= | CURRENT INPUTTO | CURRENT INPUT TO = | CURRENT INPUTTO | CURRENT INPUT TO
C30 | C30 C30 | C30
=3 KWH METER I | FUTURE METER I = 3 KWH METER I | FUTURE METER I
c31 : | el ! | c31 : | el ! |
= | | | = | i
C50 5 I I C50 = I C50 5 I I C50 = I
C51 5] | C51 ) | C51 5 | C51 ) |
CLA] | | CLA] | |
— L - J — L - J
Cl2 I'g | Cl2 I'g |
C31A[ g | | SURRENT INPUTTO TYPICAL FOR OUTGOING C31A[ g | | SURRENT INPUTTO TYPICAL FOR OUTGOING
ca =1 | (F1-F10) QTY-10 Nos. ca =1 | (F1-F10) QTY-10 Nos.
10 I 10 I
STy I STy I
C52 15 ) C52 15 )
X1TB'S X1TB'S
E08 7] ™ E08 7] ™
E10 [Z| |BATTERY CHARGER E10 [ BATTERY CHARGER
E12 |3 E12 |3
E18 | 5 < E18 | 5 <
E20 16 STATION DB AUX. E20 1 ¢ STATION DB AUX.
E22 [—| iSUPPLY E22 [—| iSUPPLY
E23 |3 E23 |3
— < — <
EL EL
EL 19 | Y iehming aux. EL 19 | Y iehming aux.
E16 [757| ) suppLy E16 [757| ) suppLy
Es8 7 ¢ Ess o ¢
E60 75| E60 5]
1 FOR OUTGOING KWH 1 FOR OUTGOING KWH
E€2 I3 METER E62 73 METER
E63 "4 ‘ E63 "4 ‘
021151 ™ vovmace mput 0 o ) VOLTAGE INPUT TO
E0S [757| ) SPACE HEATER CKT. E0S [757| ) SPACE HEATER CKT.
ES7 77 <\ VOLTAGE INPUT TO E37 17 <\ VOLTAGE INPUT TO
39 =1 | PANEL LAMP CKT 39 =1 | PANEL LAMP CKT
ES9 J1s| J (o). =18 | J(0G-2).
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CLIENT:- TB DIAGRAM -
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1 | 2 3 4 | 5 6
295
10
<_.‘ .
o
|
x1 e ]
\“ r,, GREEN COLOUR | |
N
|y |
el gl il
e e e gy
m' - RED COLOUR E
il
o
- - 0 ) 1] o
Abu Dhabi Distribution Company
o - =
: Jlaiy) s ) ghall of La gila bl SS o
J | | I ———— BLUE COLOUR D
3 ) (> 0d S 3 petd] O (Y
= -
RED COLOUR ] 1 ‘ \A)
| T
EMERGENCY, PLEASE CALL THE TOLL FREE ‘
7 Ll ‘
B = @3.2-4 Nos.
- — —
NAME PLATE SIZE = 295mm x 180 mm B
NAME PLATE MATERIAL & THICKNESS = STAINLESS STEEL (GRADE-316) & 1.2 mm
QUALITY OF PAINT = UV RESISTANT PAINT WITH NO FADING QUALITY (RED, GREEN, BLUE & BLACK).
MATERIAL FOR FIXING = ALUMINUM RIVET
NSCRIPTION = STAINLESS STEEL BACK GROUND WITH LETTERS & LOGO ENGRAVED -
EMPLOYER:- ENQ.NO:- | SNS No. :- N.W.R No. :-
END CLIENT:- M/s. ABU DHABI DISTRIBUTION CO. L.L.C TITLE:-
CLIENT:- ADDC LOGO -
PROJECT- L.V. MAIN DISTRIBUTION BOARD- 1000KVA, 1800A (2-1/C+1-B/C+18-O/G+2-DG) A
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220

NORMAL CURRENT RATING OF B/B - 1800AMPS @ 40°C
NORMAL CURRENT RATING OF
INCOMING UNIT

NORMAL CURRENT RATING OF LOAD - 630 AMPS
DISCONNECT STRIP FUSE SWITCH

- 1800AMPS @ 40°C

RATED VOLTAGE - 440V

SHORT CIRCUIT RATING - 50KA FOR 1SEC

DEGREE OF PROTECTION -1P 43

GROSS WEIGHT - 1500 KGS

MANUFACTURER' S NAME - AL HASSAN SWITCHGEAR MFG CO. LLC
- SULTANATE OF OMAN

PROJECT NAME - CORDOBA (PHASE-1) AT BLOOM LIVING -

ZAYED CITY, ABU DHABI

Dhe

6
rlo__ 23.2-4 NOS._\K»HL_ *
3; & NAME PLATE % ?
SERIAL NUMBER - 019|é
YEAR OF MANUFACTURE - 2024

élé UNIQUE No. FOR EACH BOARD
EXAMPLE:-
SERIAL NUMBER -01 FOR 1st PLATE

o A 74 A 74 O
— -
L10<_ 270 L t
NAME PLATE SIZE = 270mm x 220 mm
NAME PLATE MATERIAL & THICKNESS = STAINLESS STEEL & 1.2mm
LETTER HEIGHT = 5mm.
INSCRIPTION = STAINLESS STEEL WITH BLACK SCREENING.
QTY:- 3 Nos.
QUALITY OF PAINT = UV RESISTANT PAINT WITH NO FADING QUALITY.
MATERIAL FOR FIXING = SS SCREW /RIVET
EMPLOYER:- ENQ.NO:- | SNS No. :- N.W.R No. :-

END CLIENT:- M/s. ABU DHABI DISTRIBUTION CO. L.L.C

TITLE:-

CLIENT:-

IDENTIFICATION NAMEPLATE -

PROJECT:-

00

27.02.24

ISSUED FOR APPROVAL

SS

RGP

L.V. MAIN DISTRIBUTION BOARD- 1000KVA, 1800A (2-1/C+1-B/C+18-O/G+2-DG)

REV

DATE

DESCRIPTION

DRN. CHD,

DT.

CONSULTANT:-

bT. | MAIN CONTRACTOR:-

DRAWING No.:-
Al HASSAN SWITCHGEAR COMPANY °
P.O. Box 130, P.C. 115, AHSN 1414.4-01
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1 | 3 4 | 6 7 8
10 10 ‘
S ' HE
NAME PLATE SIZE = 270mm x 200 mm
o NAME PLATE MATERIAL = STAINLESS STEEL & 1.2mm
8 & THICKNESS
&
INSCRIPTION = RED SCREENING.
LETTERS = 15mm

(clgdf-- ) paidia 3

DANGER

Low Voltage (400V)

_ 110, _ — @354 Nos.
! &

o

o

MATERIAL FOR FIXING
QUALITY OF PAINT

SS SCREW / RIVET

UV RESISTANT PAINT
WITH NO FADING QUALITY

270

EMPLOYER:- ENQ.NO:- | SNS No. - N.W.R No. :-

END CLIENT:- M/s. ABU DHABI DISTRIBUTION CO. L.L.C TITLE:-

CLIENT:- DANGER PLATE -
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@ OPERATION SEQUENCE TABLE @

I/C-1 B/C 1/C-2

NORMAL CONDITION ON OFF ON
/C-2 UNHEALTHY / MAINTAINENCE ON ON OFF
/IC-1 UNHEALTHY / MAINTAINENCE OFF ON ON

A A

EMPLOYER:- ENQ.NO:- | SNS No. :- N.W.R No. :-

END CLIENT:- M/s. ABU DHABI DISTRIBUTION CO. L.L.C TITLE:-

CLIENT:- OPERATION SEQUENCE TABLE
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